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WATER RETICULATION NOTES 1. ALL WORKS AND MATERIALS MUST BE IN ACCORDANCE WITH CURRENT UNITYWATER ALL WORKS AND MATERIALS MUST BE IN ACCORDANCE WITH CURRENT UNITYWATER SPECIFICATIONS: WATER SUPPLY CODE OF AUSTRALIA (WSA 03-2011 V3.1) SEQ SERVICE PROVIDERS EDITION VERSION 1.3 (AUGUST 2019) SEQ WS&S D&C CODE STANDARD DRAWINGS SEQ WS&S D&C CODE CIVIL IPAM LIST 2. UNLESS NOTED OTHERWISE, WATER MAINS SHALL BE oPVC PN16, FITTINGS TO BE DI UNLESS NOTED OTHERWISE, WATER MAINS SHALL BE oPVC PN16, FITTINGS TO BE DI FBE PN16. 3. INSTALLATION OF PIPES AND FITTINGS SHALL COMPLY WITH THE FOLLOWING: INSTALLATION OF PIPES AND FITTINGS SHALL COMPLY WITH THE FOLLOWING: - PVC PIPES SHALL BE CUT AND LAID IN ACCORDANCE WITH PVC MANUFACTURERS PVC PIPES SHALL BE CUT AND LAID IN ACCORDANCE WITH PVC MANUFACTURERS REQUIREMENTS. - DUCTILE IRON OR CAST IRON SPIGOTS SHALL NOT BE JOINED TO PVC SOCKETS. DUCTILE IRON OR CAST IRON SPIGOTS SHALL NOT BE JOINED TO PVC SOCKETS. - DICL PIPES SHALL NOT BE CUT WITHIN 1.5m OF THE SOCKET AND IN GENERAL THE DICL PIPES SHALL NOT BE CUT WITHIN 1.5m OF THE SOCKET AND IN GENERAL THE MINIMUM LENGTH OF DICL PIPE SHALL BE 0.6m. - FOR oPVC PIPE, MINOR DEFLECTION MAY BE ACHIEVED BY CUMULATIVE FOR oPVC PIPE, MINOR DEFLECTION MAY BE ACHIEVED BY CUMULATIVE DEFLECTIONS AT THE JOINT OF ELASTOMERIC RING SEAL JOINTED PIPES. LIMITS OF DEFLECTION TO BE IN ACCORDANCE WITH PIPE MANUFACTURER. TYPICAL DEFLECTION 5° FOR DN150 & DN200, 4° FOR DN200 & DN225, AND 3° FOR DN225 &DN300. - FBE COATED FLANGES SHALL BE JOINED BY GRADE 316 STAINLESS STEEL BOLTS, FBE COATED FLANGES SHALL BE JOINED BY GRADE 316 STAINLESS STEEL BOLTS, NUTS AND WASHERS. IN THIS CONFIGURATION, FLANGES DO NOT NEED TO HAVE CORROSION PROTECTION WRAPPING. - CURVING OF PVC PIPES IS NOT PERMITTED. CURVING OF PVC PIPES IS NOT PERMITTED. - DISTANCE BETWEEN SOCKETED FITTINGS SHALL BE SEPARATED BY A STRAIGHT DISTANCE BETWEEN SOCKETED FITTINGS SHALL BE SEPARATED BY A STRAIGHT LENGTH OF MINIMUM LENGTH OF 600mm. - EMBEDMENT MATERIAL FOR WATER MAINS SHALL BE 5 OR 7mm NOMINAL SINGLE EMBEDMENT MATERIAL FOR WATER MAINS SHALL BE 5 OR 7mm NOMINAL SINGLE SIZED AGGREGATE AS PER WSA ps-351, 10mm NOMINAL SINGLE SIZED RECYCLED CONCRETE AGGREGATE AS PER WSA PS-366 OR BEDDING SAND AS PER TABLE G3 OF AS/NZS 2566.2. - WHERE THE WATER MAIN CROSSES OTHER SERVICES, THE SEPARATION SHALL BE WHERE THE WATER MAIN CROSSES OTHER SERVICES, THE SEPARATION SHALL BE FILLED WITH EMBEDMENT MATERIAL AND COMPACTED. 4. DUCTILE IRON FITTINGS SHALL BE PN16 COATED WITH A FUSION BONDED POLYMERIC DUCTILE IRON FITTINGS SHALL BE PN16 COATED WITH A FUSION BONDED POLYMERIC COATING IN ACCORDANCE WITH AS/NZS 4158. ALL DUCTILE IRON OR CAST IRON FITTINGS SHALL BE INSTALLED IN A POLYETHYLENE SLEEVE, INCLUDING FITTINGS WITH FUSION BONDED COATINGS. PARTICULAR FITTINGS SUCH AS SLUICE VALVES, HYDRANTS AND PRE-TAPPED PROPERTY SERVICE FITTINGS SHALL BE SUPPLIED WITH AN INTERNAL AND EXTERNAL FUSION BONDED POLYMERIC COATING IN ACCORDANCE WITH AS/NZS 4158. 5. PIPES SHALL BE LAID IN TYPE C EMBEDMENT IN ACCORDANCE WITH STD. DWGS. PIPES SHALL BE LAID IN TYPE C EMBEDMENT IN ACCORDANCE WITH STD. DWGS. SEQ-WAT-1200-2C AND 1201-1A. 6. ALL EXISTING ROAD CROSSINGS WHERE NEW SEWERS ARE TO BE LAID SHALL BE ALL EXISTING ROAD CROSSINGS WHERE NEW SEWERS ARE TO BE LAID SHALL BE TUNNEL BORED (U.N.O.) IN ACCORDANCE WITH STD DWG SEQ-SEW-1402-1A & 1403-1B. IF OPEN TRENCH EXCAVATION IS SPECIFIED, TRENCHES AND BEDDING UNDER OR ALONG ROADS SHALL BE CONSTRUCTED IN ACCORDANCE WITH STD. DWG. SEQ-WAT-1204-1B. DETECTABLE MARKER TAPE TO BE INSTALLED ABOVE ALL NON-METALLIC PIPES. TYPE L, M, K AND N TO BE ADOPTED UNDER EXISTING ROADS. TYPE L TO BE ADOPTED FOR NEW ROADS WITHOUT LEAN MIX LAYER. ROAD BACKFILL TO BE IN ACCORDANCE WITH STD DWG RS-170F. 7. STANDARD WATER MAIN ALIGNMENT:- STANDARD WATER MAIN ALIGNMENT:- FRONT: 1.5m OFFSET FROM PROPERTY BOUNDARY (IN VERGE) 8. MINIMUM PIPE COVERS DEPTHS SHALL BE AS LISTED BELOW:MINIMUM PIPE COVERS DEPTHS SHALL BE AS LISTED BELOW:
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- IN A ROAD CARRIAGEWAY, THE DEPTH OF COVER SHALL BE MEASURED FROM THE IN A ROAD CARRIAGEWAY, THE DEPTH OF COVER SHALL BE MEASURED FROM THE ROAD SHOULDER OR LIP OF KERB. - THE MAXIMUM DEPTH TO INVERT SHALL NOT EXCEED 1.5M FOR RETICULATION THE MAXIMUM DEPTH TO INVERT SHALL NOT EXCEED 1.5M FOR RETICULATION MAINS. 8. THRUST BLOCKS SHALL BE CONSTRUCTED ON ALL BENDS, TEES, VALVES, TAPERS, THRUST BLOCKS SHALL BE CONSTRUCTED ON ALL BENDS, TEES, VALVES, TAPERS, DEADENDS, DUCKFOOT HYDRANTS, AND TRANSITIONS TO UNRESTRAINED PIPEWORK IN ACCORDANCE WITH STD DWGS SEQ-WAT-1205-1A, 1206-1B AND 1207-1A. 9. PROPERTY SERVICES SHALL BE PE AND CONSTRUCTED IN ACCORDANCE WITH STD. PROPERTY SERVICES SHALL BE PE AND CONSTRUCTED IN ACCORDANCE WITH STD. DWG. SERIES SEQ-WAT-1108-1B,1108-2C, 1108-3C. - PE WATER SERVICES SHALL HAVE DETECTABLE MARKING TAPE PLACED ABOVE PE WATER SERVICES SHALL HAVE DETECTABLE MARKING TAPE PLACED ABOVE THE PIPE EMBEDMENT. - FOR PE SYSTEMS, WATER SERVICES SHALL BE CONSTRUCTED TO THE NEW MAINS FOR PE SYSTEMS, WATER SERVICES SHALL BE CONSTRUCTED TO THE NEW MAINS WITH ELECTROFUSION FITTINGS ONLY.  FOR RENEWALS, EITHER ELECTROFUSION OR MECHANICAL TAPPING FITTINGS CAN BE USED. - WATER SERVICES UP TO DN63 PE LOCATED UNDER EXISTING OR FUTURE WATER SERVICES UP TO DN63 PE LOCATED UNDER EXISTING OR FUTURE ROADWAYS, CONCRETE OR PAVED DRIVEWAYS, FOOTPATHS, BIKEWAYS OR OTHER HARD STAND AREAS SHALL BE INSTALLED IN A SOLVENT WELDED DN100 PVC CONDUIT. CONDUITS SHALL NOT BE INSTALLED IN THE SAME TRENCH AS ELECTRICAL CABLES. - MINIMUM COVER TO WATER SERVICES IN THE FOOTWAY SHALL BE 300MM AND MINIMUM COVER TO WATER SERVICES IN THE FOOTWAY SHALL BE 300MM AND UNDER ROAD WAYS 600MM MEASURED FROM THE LIP OF KERB. 10. STOP VALVES AND HYDRANTS, INSPECTION BOXES, MARGIN SETS, AND MARKERS STOP VALVES AND HYDRANTS, INSPECTION BOXES, MARGIN SETS, AND MARKERS SHALL BE INSTALLED IN ACCORDANCE WITH STD. DWGS. SEQ-WAT-1300-1C, 1300-2B, 1301-1C, 1302-1C, 1303-1B,1303-2B, 1304-1B, 1305-1B AND 1306-1C - STOP VALVES SHALL BE RESILIENT SEATED GATE VALVES STOP VALVES SHALL BE RESILIENT SEATED GATE VALVES - FOR DICL AND PVC PIPES, STOP VALVES SHALL BE DOUBLE SOCKET TYPE ONLINE, FOR DICL AND PVC PIPES, STOP VALVES SHALL BE DOUBLE SOCKET TYPE ONLINE, EXCEPT WHERE THE VALVE IS CONNECTED TO A FLANGED BRANCH IN WHICH CASE THE VALVE SHALL BE OF THE FLANGE / SOCKET TYPE - HYDRANTS SHALL BE SWAB TYPE. 100mm FLANGES, 100mm RISERS AND SPRING HYDRANTS SHALL BE SWAB TYPE. 100mm FLANGES, 100mm RISERS AND SPRING HEADS - HYDRANT SURROUNDS TO BE LEFT 30-50mm PROUD OF TOPSOIL, 10-15mm PROUD HYDRANT SURROUNDS TO BE LEFT 30-50mm PROUD OF TOPSOIL, 10-15mm PROUD OF TURF, OR FLUSH WITH CONCRETE SURFACE - PAINT VALVE BOXES WHITE AND HYDRANT BOXES YELLOW, INCORPORATING PAINT VALVE BOXES WHITE AND HYDRANT BOXES YELLOW, INCORPORATING GLASS REFLECTIVE BEADING.  DO NOT PAINT CONCRETE SURROUNDS - RRPMS FOR POTABLE WATER SUPPLY (VALVES YELLOW AND HYDRANTS BLUE) RRPMS FOR POTABLE WATER SUPPLY (VALVES YELLOW AND HYDRANTS BLUE) WITH DIRECTIONAL ARROW TO BE INSTALLED ON THE CENTRE LINE OF ALL ROADS UNLESS LINE MARKED.  ALTERNATIVELY, RRPMS MINUS DIRECTIONAL ARROW ON THE VALVE / HYDRANT SIDE OF THE MARKER WHICH IS TO BE LOCATED ON THE CENTRE LINE OF THE ROAD UNLESS LINE MARKED - WATER SERVICE POINTS SHARING A BOUNDARY CORNER WITH AN ELECTRICAL WATER SERVICE POINTS SHARING A BOUNDARY CORNER WITH AN ELECTRICAL PILLAR SHALL BE A MINIMUM 1M CLEAR OF THE ELECTRICAL PILLAR AND ASSOCIATED CONDUITS. - HYDRANT MARKER POSTS ARE ONLY REQUIRED IN RURAL RESIDENTIAL AREAS. HYDRANT MARKER POSTS ARE ONLY REQUIRED IN RURAL RESIDENTIAL AREAS. - FLANGES TO BE CLASS 16 AND BE IN ACCORDANCE WITH SEQ-WAT-1313/1A.  FLANGES TO BE CLASS 16 AND BE IN ACCORDANCE WITH SEQ-WAT-1313/1A.  GRUB SCREWS OR SIMILAR TYPE FLANGES ARE NOT ACCEPTABLE IN THE WATER MAIN CONSTRUCTION 11. WHERE THE GRADE OF A WATER MAIN IS EQUAL TO OR GREATER THAN 5%, WHERE THE GRADE OF A WATER MAIN IS EQUAL TO OR GREATER THAN 5%, BULKHEADS OR TRENCH STOPS SHALL BE INSTALLED IN ACCORDANCE WITH STD DWGS 1209-1A & 1210-1A 12. CONNECTION OF NEW WATER MAINS TO THE EXISTING WATER RETICULATION SYSTEM CONNECTION OF NEW WATER MAINS TO THE EXISTING WATER RETICULATION SYSTEM SHALL BE COMPLETED BY UNITYWATER AT THE DEVELOPER'S COST.  13. INSPECTOR MUST BE NOTIFIED BY PHONE AND GIVEN THE OPPORTUNITY TO WITNESS INSPECTOR MUST BE NOTIFIED BY PHONE AND GIVEN THE OPPORTUNITY TO WITNESS THE FOLLOWING WHERE APPLICABLE :- EXPOSE EXISTING WATER MAIN AT CONNECTION POINT PRIOR TO COMMENCEMENT OF LAYING PIPE.ALL UNDER ROAD WPS, TAPPING BANDS AND FITTINGS BEFORE BACKFILLING. ALL CONCRETE THRUST BLOCKS BEFORE POURING CONCRETE. ALL CONCRETE THRUSTER PIPE AND CONDUITS BEFORE BACKFILLING. ALL READYTAT BLOCKS AFTER POURING CONCRETE. ALL WATER SERVICE CONNECTION LINES BEFORE BACKFILLING. WATER PRESSURE TESTS (UNLESS CARRIED OUT BY NATA CERTIFIED TESTER - HOWEVER UNITYWATER INSPECTOR SHALL STILL BE NOTIFIED WHEN TESTING IS TO BE UNDERTAKEN AND MAY CONDUCT RANDOM INSPECTION OF NATA CERTIFIED TESTING). 14. PRIOR TO THE CONNECTION OF THE NEW MAIN TO EXISTING, THE PIPEWORK SHALL BE PRIOR TO THE CONNECTION OF THE NEW MAIN TO EXISTING, THE PIPEWORK SHALL BE PRESSURE TESTED WHERE TESTING IS NOT CONDUCTED BY A NATA CERTIFIED TESTING ORGANISATION THE CERTIFYING ENGINEER SHALL BE PRESENT FOR THE TESTING PROCEDURE AND THE UNITYWATER INSPECTOR MUST BE NOTIFIED WITH 3 DAYS PRIOR NOTICE OF THE TEST OCCURRING. (SHALL BE DONE AFTER WATER SERVICES ARE CONNECTED AND ELECTRICAL CONDUITS INSTALLED)ALL DEAD END LINES ARE TO BE TESTED AND CHLORINATED. THIS MAY REQUIRE TEMPORARY HYDRANTS OR TAPPING BANDS. TEMPORARY TAPPING BANDS TO BE CUT OFF WHEN CONNECTION TO LIVE MAIN OCCURS. PRELIMINARY PRESSURISE THE MAINS TO 75% OF THE TEST PRESSURE FOR A MINIMUM OF TWELVE (12) HOURS  APPLY TEST PRESSURE (1200kPA) AT THE HIGHEST POINT OF THE WATER MAIN FOR FOUR (4) HOURS IDEALLY THERE SHOULD BE NO PRESSURE LOSS AFTER FOUR (4) HOURS.  15. PRIOR TO THE CONNECTION OF THE NEW MAIN TO THE EXISTING, THE PIPEWORK SHALL PRIOR TO THE CONNECTION OF THE NEW MAIN TO THE EXISTING, THE PIPEWORK SHALL BE FLUSHED CHLORINATED IN ACCORDANCE WITH UNITYWATER DOCUMENT PR9032 - PROCEDURE FOR MANAGING WATER QUALITY DURING MAINS COMMISSIONING 16. A WATER METER SUPPLIED AT THE DEVELOPERS COST, IS TO BE INSTALLED AT THE A WATER METER SUPPLIED AT THE DEVELOPERS COST, IS TO BE INSTALLED AT THE SERVICE POINT OF EACH LOT.  17. THE CONSTRUCTION OF THE WATER RETICULATION WORK SHOWN ON THIS DRAWING THE CONSTRUCTION OF THE WATER RETICULATION WORK SHOWN ON THIS DRAWING MUST BE SUPERVISED BY AN ENGINEER WHO HAS RPEQ REGISTRATION.  WORKS NOT COMPLYING WITH THIS REQUIREMENT WILL NOT BE PERMITTED TO CONNECT TO THE WATER RETICULATION STEM RETICULATION STEM 18. TRENCH COMPACTION RESULTS TO BE IN ACCORDANCE WITH AS3798 AND MORETON TRENCH COMPACTION RESULTS TO BE IN ACCORDANCE WITH AS3798 AND MORETON BAY REGIONAL COUNCIL OPERATIONAL WORKS INSPECTION, MAINTENANCE AND BONDING PROCEDURES PLANNING SCHEME POLICY a) COMPACTION TO TRENCH BOTTOM - FIELD DENSITY 1 PER 40m (IF ORDERED) COMPACTION TO TRENCH BOTTOM - FIELD DENSITY 1 PER 40m (IF ORDERED) b) BACKFILL - FIELD DENSITY 1 PER 40m BACKFILL - FIELD DENSITY 1 PER 40m 19. MINIMUM COMPACTION TO BE IN ACCORDANCE WITH THE FOLLOWING: MINIMUM COMPACTION TO BE IN ACCORDANCE WITH THE FOLLOWING: FOR ROAD PAVEMENTS THE FOLLOWING COMPACTION SHALL BE ACHIEVED: NATURAL SUBGRADE - 100% STANDARD MAXIMUM DRY DENSITY (MDD) PAVEMENT UPPER AND LOWER SUB BASE LAYERS - 100% STANDARD MAXIMUM DRY DENSITY (MDD) PAVEMENT BASE LAYER - 102% STANDARD MAXIMUM DRY DENSITY (MDD) 20. DURING ANY CONSTRUCTION ACTIVITY, AT LEAST ONE PERSON ON SITE MUST HAVE DURING ANY CONSTRUCTION ACTIVITY, AT LEAST ONE PERSON ON SITE MUST HAVE COMPLETED A PIPE LAYING TRAINING COURSE APPROVED BY THE SUPPLIER AND APPROPRIATE TO THE PIPE LINE UNDER CONSTRUCTION.  THE TRAINING COURSE MUST HAVE BEEN COMPLETED WITH IN THE LAST 10 YEARS.  DOCUMENTARY EVIDENCE TO BE PROVIDED BY THE CONTRACTOR PRIOR TO COMMENCEMENT 21. AS CONSTRUCTED DRAWINGS, ENGINEERING CERTIFICATION, PRESSURE TEST AS CONSTRUCTED DRAWINGS, ENGINEERING CERTIFICATION, PRESSURE TEST RESULTS, COMPACTION TEST RESULTS AND ASSOCIATED CONSULTANT'S REPORTS MUST BE DELIVERED AND RECEIVED 7 DAYS PRIOR TO AN ON-MAINTENANCE INSPECTION.
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NOTE: SINGLE SIZE COARSE AGGREGATES OF SIZES 5, 7,  10 AND 14mm SHALL BE DEEMED "SELF COMPACTING" AND DO NOT REQUIRE COMPACTION TESTING WHEN USED FOR PIPE EMBEDMENT
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ENVIRONMENTAL NOTES VEGETATION PROTECTION A. TREES LOCATED ALONG THE FOOTPATH SHALL BE, TRANSPLANTED PRIOR TO TREES LOCATED ALONG THE FOOTPATH SHALL BE, TRANSPLANTED PRIOR TO CONSTRUCTION, OR REPLACED IF DESTROYED. B. WHEN WORKING WITHIN 4m OF TREES, RUBBER OR HARDWOOD GIRDLES SHOULD BE WHEN WORKING WITHIN 4m OF TREES, RUBBER OR HARDWOOD GIRDLES SHOULD BE CONSTRUCTED WITH 1.8m BATTENS CLOSELY SPACED AND ARRANGED VERTICALLY FROM GROUND LEVEL. GIRDLES SHALL BE STRAPPED TO TREES PRIOR TO CONSTRUCTION AND REMAIN UNTIL COMPLETION. C. TREE ROOTS SHALL BE TUNNELED UNDER, RATHER THAN SEVERED. IF ROOTS ARE TREE ROOTS SHALL BE TUNNELED UNDER, RATHER THAN SEVERED. IF ROOTS ARE SEVERED, THE DAMAGED AREA SHALL BE TREATED WITH A SUITABLE FUNGICIDE. CONTACT RELEVANT COUNCIL ARBORIST FOR FURTHER ADVICE. D. ANY TREE LOPPING REQUIRED SHOULD BE UNDERTAKEN BY AN APPROVED ARBORIST. ANY TREE LOPPING REQUIRED SHOULD BE UNDERTAKEN BY AN APPROVED ARBORIST. SOIL A. TOPSOIL AND SUBSOIL SHALL BE STOCKPILED SEPARATELY. TOPSOIL AND SUBSOIL SHALL BE STOCKPILED SEPARATELY. B. CARE SHALL BE TAKEN TO PREVENT SEDIMENT FROM ENTERING THE STORMWATER CARE SHALL BE TAKEN TO PREVENT SEDIMENT FROM ENTERING THE STORMWATER SYSTEM. THIS MAY INVOLVE PLACING APPROPRIATE SEDIMENT CONTROLS AROUND STOCKPILES. CREEK CROSSINGS A. FILTRATION CONTROL MEASURES SHALL BE PLACED DOWNSTREAM OF ANY EXCAVATION FILTRATION CONTROL MEASURES SHALL BE PLACED DOWNSTREAM OF ANY EXCAVATION WORK. B. APPROPRIATE SEDIMENT CONTROLS SHALL BE USED TO PREVENT SEDIMENT FROM APPROPRIATE SEDIMENT CONTROLS SHALL BE USED TO PREVENT SEDIMENT FROM ENTERING THE CREEK. C. NO SOIL SHOULD BE STOCKPILED WITHIN 5m OF THE CREEK. NO SOIL SHOULD BE STOCKPILED WITHIN 5m OF THE CREEK. REHABILITATION A. PREDISTURBANCE SOIL PROFILES AND COMPACTION LEVELS ARE TO BE REINSTATED. PREDISTURBANCE SOIL PROFILES AND COMPACTION LEVELS ARE TO BE REINSTATED. B. PREDISTURBANCE VEGETATION PATTERNS SHOULD BE RESTORED. PREDISTURBANCE VEGETATION PATTERNS SHOULD BE RESTORED. SAFETY A. THE DESIGN AND CONSTRUCTION OF THE WORKS SHALL COMPLY WITH ALL QUEENSLAND THE DESIGN AND CONSTRUCTION OF THE WORKS SHALL COMPLY WITH ALL QUEENSLAND LEGISLATION
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Partial extract from SEQ WATER SUPPLY CODE V1.3-2019, S7.4.2, TABLE 7.2
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Partial extract from SEQ WATER SUPPLY CODE V1.3-2019, S5.12.5.2, TABLE 5.5


